
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

I n  t h e  Matter o f :  

APPLICATION OF SOUTHERN MADISON WATER ) 
DISTRICT FOR CERTIFICATE OF PUBLIC ) 
CONVENIENCE AND NECESSITY TO CONSTRUCT CASE NO. 90-305 
STORAGE FACILITIES 1 

O R D E R  -- 
I T  I S  ORDERED t h a t  Sou the rn  Madison Water Distr ic t  ( 'Southern  

Madison") s h a l l  f i l e  a n  o r i g i n a l  and 10 copies (two c o p i e s  of 

e n g i n e e r i n g - r e l a t e d  ma te r i a l s )  of  t h e  f o l l o w i n g  information w i t h  

t h e  Commiss ion ,  w i th  a copy t o  a l l  p a r t i e s  of  r e c o r d  w i t h i n  14 

days  from t h e  d a t e  of  t h i s  Orde r .  I f  t h e  i n f o r m a t i o n  c a n n o t  be  

provided  by t h i s  d a t e ,  Sou the rn  Madison s h o u l d  submi t  a motion f o r  

a n  ex tens ion  of time s t a t i n g  t h e  reason a d e l a y  is necessary and 

i n c l u d e  a d a t e  by which it w i l l  be  f u r n i s h e d .  Such motion w i l l  be 

c o n s i d e r e d  by t h e  Commission. S o u t h e r n  Madison s h a l l  f u r n i s h  w i t h  

each  r e sponse  t h e  name of  t h e  w i t n e s s  who w i l l  be ava l a b l e  a t  t h e  

publ ic  h e a r i n g  f o r  responding  t o  quest ions c o n c e r n i n g  each i t e m  o f  

i n fo rma t ion  r e q u e s t e d .  

1. P r o v i d e  a copy o f  t h e  i n p u t  data  used i n  t h e  computer- 

g e n e r a t e d  h y d r a u l i c  a n a l y s e s  f i l e d  i n  t h i s  case on a n  IBM 

compa t ib l e  5 1/4-inch f l o p p y  d i s k .  

2. S o u t h e r n  Madison i n d i c a t e d  t h a t  computer h y d r a u l i c  

a n a l y s e s  fo r  t h e  e x i s t i n g  and proposed  water d i s t r i b u t i o n  systems 

were f i l e d  w i t h  t h e  Commission on November 30, 1989. Upon review 



of this information, only computer hydraulic analyses of the 

proposed water distribution system were included. Based on this, 

provide hydraulic analyses? supported by computations and actual 

field measurements, of typical operational sequences of the 

existing water distribution system as presently configured and 

operated. These hydraulic analyses should demonstrate the 

operation of all pump stations and the "empty-fill" cycle of all 

water storage tanks. Computations are to be documented by a 

labeled schematic map of the system that shows pipeline sizes, 

lengths I connections, pumps, water storage tanks, wells? and sea 

level elevations of key points, as well as allocations of actual 

customer demands. Flows used in the analyses shall be identified 

as to whether they are based on average instantaneous flows, peak 

instantaneous flows, or any combination or variation thereof. The 

flows used in the analyses shall be documented by actual field 

measurements and customer use records. Justify fully any 

assumptions used in the analyses. (Note - these analyses should 
use the same schematic as the analyses of the proposed water 

distribution system to facilitate comparison.) 

3. Provide a summary of any operational deficiencies of the 

existing water system that are indicated by the hydraulic analyses 

or that are known from experience. 

4. In order to obtain realistic results when utilizing com- 

puter hydraulic analyses to predict a water distribution system's 

performance, engineering references stress the importance of cali- 

brating the results predicted to actual hydraulic conditions. 

-2- 



This calibration process should include matching field measure- 

ments to the results predicted by the computer over a wide range 

of actual operating conditions. At a minimum this should include 

average and maximum water consumption periods, as well as "fire 

flow" situations and very high demand periods. 

Based on the above, explain the procedures used to verify the 

computer hydraulic analyses filed in this case. This explanation 

should be documented by field measurements, hydraulic calcu- 

lations, etc. 

5. The computer hydraulic analyses filed in this case are 

based on two different customer demands. The average demand 

appears to be approximately .08 gallons per minute per customer, 

and the peak demand appears to be approximately .24 gallons per 

minute per customer. 

Most engineering references state that instantaneous customer 

demands can peak at 3 to 15 times the 24-hour average demand. In 

addition, most engineering references also state that a water 

distribution system should be designed to meet at least the 

maximum hourly demand of its customers. 

Based on the above information, state exactly what measure- 

ments were made of Southern Madison's maximum hourly usage. If 

the maximurn hourly usage was not measured directly, state why it 

was not. 

In addition, state exactly how the diurnal pattern for 

Southern Madison's system was determined. Also detail how the 
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d i u r n a l  demand m u l t i p l i e r s  f o r  t h e  computer  model were d e t e r m i n e d .  

T h i s  response s h o u l d  be documented by a p p r o p r i a t e  f i e l d  

measurements . 
6. Provide  a pressure r e c o r d i n g  c h a r t  showing t h e  ac tua l  

24-hour c o n t i n u o u s l y  measured p r e s s u r e  a v a i l a b l e  a t  t h e  locations 

l i s t e d  below on S o u t h e r n  Madison 's  system. I d e n t i f y  t h e  24-hour 

p e r i o d  r e c o r d e d ,  t h e  exact locat ion of  t h e  pressure r e c o r d e r ,  and 

t h e  sea l e v e l  e leva t ion  o f  t h e  r e c o r d e r .  Also s t a t e  the s c h e m a t i c  

j u n c t i o n  number nearest  t h e  locat ion of  t h e  p r e s s u r e  r e c o r d e r .  

a. I n  t h e  v i c i n i t y  of t h e  proposed  t a n k  s i t e .  

b. On t h e  s u c t i o n  and d i s c h a r g e  s i d e s  of a l l  pump 

s t a t i o n s  n o t  p r e v i o u s l y  f i l e d .  

7. The computer  h y d r a u l i c  a n a l y s e s  f o r  t h e  proposed water 

d i s t r i b u t i o n  sys tem d e p i c t  t h e  100 ,000  g a l l o n  water storage t a n k  

o u t  o f  s e r v i c e .  S t a t e  why t h i s  t a n k  was o u t  o f  service,  and i f  i t  

is s t i l l  o u t  of service. I f  i t  is i n  service,  p r o v i d e  r e v i s e d  

h y d r a u l i c  a n a l y s e s  r e f l e c t i n g  t h e  o p e r a t i o n  of  t h i o  t a n k .  If t h e  

t a n k  is o u t  of  s e rv i ce ,  e x p l a i n  why i t  has  n o t  been  p l a c e d  back  i n  

s e r v i c e .  

8 .  Provide  t h e  c r i t e r i a  used  i n  d e t e r m i n i n g  t h e  locat ion,  

s i z e ,  o v e r f l o w  e leva t ion ,  and head range  f o r  t h e  proposed  water 

storage t a n k .  I n  a d d i t i o n ,  s t a t e  what o t h e r  s i t e s  were c o n s i d e r e d  

and why t h e y  were not  s e l e c t e d .  

9. P rov ide  a n a r r a t i v e  d e s c r i p t i o n  o f  t h e  proposed  d a i l y  

o p e r a t i o n a l  s equences  o f  t h e  water system. Documentation s h o u l d  

i n c l u d e  t h e  methods and mechanisms proposed  to  provide p o s i t i v e  

c o n t r o l  of a l l  storage t a n k  water levels .  The d e s c r i p t i o n  s h o u l d  

-4- 



also include an hourly summary of how all tanks (existing and 

proposed) will "work" (expected inflow or outflow of water) and 

how all pumps will function. The description should be fully 

supported by appropriate field measurements and hydraulic 

calculations. 

10. The computer hydraulic analyses filed in this case for 

the proposed water distribution system indicate that the potential 

exists for the system to experience high pressure (more than 150 

psig) at Nodes 1, 2, 53, 116, and 187. Pressures at this level 

are in violation of PSC regulation 807 KAR 5:066, Section 6 (1). 

Provide details of any preventive measures or additional 

construction Southern Madison intends to perform to protect 

against this type of occurrence. Details should be documented by 

hydraulic analyses and field measurements. 

11. Provide a highway map at a scale of at least one inch 

equals two miles marked to show Southern Madison's water distri- 

bution system. The map of the system shall show pipeline sizes, 

location, and connections as well as pumps, water storage tanks, 

and sea level elevations of key points. 

12. Provide a copy of the final summation of the total cost 

of construction and funding arrangements referred to as the Final 

Engineering Report. 

13. Provide a list of each of Southern Madison's existing 

pump stations. Give the location, number of pumps and their rated 

capacities, and the purpose of each pump station. Explain how the 

operation of each pump station is controlled. Provide a copy of 

the pump manufacturer's characteristic (head/capacity) curve for 
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each  of Sou the rn  Madison ' s  e x i s t i n g  pumps. I d e n t i f y  each  curve as 

t o  t h e  p a r t i c u l a r  pump and pump s t a t i o n  to  which it a p p l i e s .  Also 

s t a t e  if pump is i n  u s e ,  w i l l  remain i n  use, w i l l  be  abandoned,  o r  

w i l l  be  r e p l a c e d .  

14. Provide  t h e  d a i l y  m a s t e r  m e t e r  r e a d i n g s  for t h e  month of 

September .  A l s o  p r o v i d e  t h e  t o t a l  m o n t h l y  water sales and 

p u r c h a s e s  for  each  of t h e  l a s t  12 months.  

Done a t  F r a n k f o r t ,  Kentucky, t h i s  21st day of kWdKr, 19%. 

PUBLIC SERVICE COMMISSION 

ATTEST: 


